Abstract-This paper presents a design method for the synthesis of a general class of lead-lag compensators to exactly satisfy gain and phase margins specifications. A free parameter of the compensator is used as a degree of freedom in order to satisfy additional requirements on the phase and/or gain crossover frequencies. A graphical procedure for the compensator design on the Nyquist plane is presented with some numerical examples.
I. INTRODUCTION
From classical control theory, it is known that the gain and phase margins (GPM) serve as important measures of the robustness of a dynamical system. The phase margin is related to the damping of the system, and therefore also serves as performance measurement [1] . Different methods can be found in the literature to satisfy GPM specifications [2] - [5] . However such solutions are usually obtained with trial-and-error methods. In 1998 a graphical method for the design of lead-lag compensators to satisfy GPM specifications was presented [2] . The recent literature shows a renewed interest in the design of classical controllers [6] - [9] . In these papers both a numerical and a graphical solution to the design of lead-lag compensators based on GPM specifications is proposed. A general structure for the lead-lag compensator with real and complex zeros and poles is used, relating it to the classical form with real zeros and poles. The paper is organized as follows: in Section II, the basic properties of this general form of lead-lag compensator are presented. In Section III the inversion formulae and their properties are described. In Section IV the design problems with constraints on the GPM are introduced, and their solutions are presented along with a graphical representation. Numerical examples and conclusions end the paper.
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II. LEAD-LAG COMPENSATORS: THE GENERAL

STRUCTURE
Consider a lead-lag compensator described by the transfer function
where γ, δ and ω n are real and positive. The coefficients γδ and δ are the damping ratios of the numerator and the denominator. When γδ < 1 and/or δ < 1 the zeros and/or the poles of the lead-lag compensator C(s) are complex conjugate with negative real part. The compensator C(s) has a unity static gain C(0) = 1 which does not change the static behavior of the controlled system. Notice that the compensator C(s) is written in a general form which encompasses the classical leadlag form C r (s) with real poles and real zeros:
where 0 < τ 1 < τ 2 and 0 < α < 1. The relations that link the parameters in (1) and (2) are:
The frequency response of compensator C(s) is
where
4) Since γ, δ and ω n are assumed to be real and positive, X(ω) and Y (ω) are positive when ω < ω n and negative when ω > ω n . The Nyquist diagram of C( jω) is a circle C(γ) with center C 0 = γ+1 2 and radius R 0 = |γ−1| 2 (see Fig 1) , that is
Proof: The distance d of the generic point C( jω) from the point C 0 is constant and equal to R 0 : The shape of C(γ) does not depend on δ > 0 and ω n > 0. The intersections of C( jω) with the real axis occur at points 1 and γ. Notice that the value of γ denotes the minimum (or maximum) amplitude of C( jω) when γ < 1 (or γ > 1) and is the gain of the compensator C(s) for ω = ω n :
Let C (γ) denote the set of all the compensators C(s) having the same parameter γ, that is
Moreover, let C γ (s) ∈ C (γ) denote one element of set C (γ) chosen arbitrarily. In Fig. 1 the circle C γ ( jω) represents the frequency response of the generic functions C γ (s) ∈ C (γ). Fig. 2 , where G(s) denotes the transfer function of the LTI plant to be controlled, which may include the gain and the integration terms required to meet the steady-state accuracy specifications. The lead-lag compensator C(s) has to be designed in order to satisfy phase margin φ m , the gain margin G m and the gain or phase crossover frequency specifications. For this purpose a gain term or a first order regulator are not enough. Let C( jω 0 ) = M 0 e jϕ 0 denote the value of the frequency response 
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that is if and only if the following conditions hold: where
,
Definition 2: Given a point B ∈ C, let C B (γ) and C − B (γ) denote the sets of lead-lag compensators C B (s) and C B -1 (s) defined as follows
with (7), (10) and (11), it follows that
whereδ = γδ . In the same way it can be easily proved that each element 
These equations are the same inversion formulae for the continuous-time case introduced in [10] and used in [11] and [12] . 
for all ω n > 0 such that δ > 0 and with parameters X = X(A, B) and Y = Y (A, B) obtained using the inversion formulae (13) . Proof: For ω = ω A , (4) can be rewritten as
Substituting in (1) yields
The frequency response of C(s, ω n ) at frequency ω A is equal to the constant value
From (8) and (9) it is evident that point A = G( jω A ) = M A e j ϕ A can be moved to point B = M B e j ϕ B if and only if
From (15) and (16) 
where the gain γ > 0 is chosen arbitrarily, S γω is the set of all the pairs (ω p , ω g ) satisfying (17), and functions γ p (ω p ) and γ g (ω g ) are defined as
where the coefficients
) are obtained using the inversion formulae (13) 
) are obtained using the inversion formulae (13) . Relations (23) and (24) , according to Definition 1, and ω n and δ given in (19) and (20) are real and positive, as assumed in (1) .
The numerical solution of (17) can be obtained graphically by plotting γ p (ω) and γ g (ω) and by finding, for each admissible value of γ, all the pairs (ω p , ω g ) ∈ S ω p where γ p (ω p ) and γ g (ω g ) intersect the horizontal line γ, see Fig. 5 . In the example of Fig. 5 there are four different solutions:
The loop gain frequency responses H 11 (s), H 12 (s), H 21 (s) and H 22 (s) of these four solutions on the Nyquist plane are shown in Fig. 6 . These solutions are acceptable only if constraints δ > 0 and ω n > 0 given in (19) and (20) are satisfied.
A. Graphical Solution on the Nyquist plane.
The graphical solution of (17) can also be obtained using the graphical construction shown in Fig. 6 : 1) Given points B p and B g and chosen a desired value γ > 0, draw the circles having their diameters on the segments (B p , B p /γ) and (B g , B g /γ) . From Property 1 they coincide with the frequency This graphical construction hinges on the fact that frequencies ω p and ω g satisfy (22), which can be rewritten as
The Solution of the Design Problem (φ m , G m ) is also useful for solving, for example, the following Design Problems: A) Design a lead-lag compensator C(s) which satisfies constraints on the phase margin φ m , the gain margin G m and the gain crossover frequency ω p . Solution: γ = 
V. NUMERICAL EXAMPLES
The graphical representations shown in Fig. 5 and Fig. 6 have been obtained referring to the following transfer function: 
Step responses y 1 (t) (magenta line) and y 2 (t) (red line) of the closed loop system when, respectively, regulators C γ (s, ω p1 , ω g2 ) in (27) and C γ (s, ω p2 , ω g2 ) in are used.
The second one is obtained for (ω p2 , ω g2 ), δ = 2.90 and ω n = 1.99:
The other solutions are not acceptable. The Nyquist plots of the loop gain transfer functions exactly satisfy gain and phase margins specifications have been proposed together with a simple graphical solution on the Nyquist plane. One of the main advantages of the proposed graphical solution over other graphical approaches, such as [13] , is that it can be directly determined in the complex plane by the intersections of the frequency response of the plant and circles that can be easily done by ruler and compass. Moreover graphical approaches such as the one given in [13] can only deliver a subset of all the admissible solutions and some of them can lead to negative (and therefore infeasible) values of the compensator parameters.
The presented results seem to be useful both for educational and industrial purposes.
